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Gutter Recess in flat roof

Existing 
A&E Roof

Proposed access stair 
required between Existing 
A&E roof and proposed 
new link flat roof
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Gutter Recess in flat roof

Existing Access 
Ladder for roof access 
from courtyard below

Door Access from 
Hospital street corridor

Parapet to close off 
gap between SDEC 
and existig A&E

Existing RWP from 
A&E roof to drain 
onto proposed link 
corridor f lat roof
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Roof 1

Weighted barrier 

Existing gutter to 
existing pitched roof 
retained (Red Line)

(E) RWO

Rainwater outlet at 
end of box gutter 
including overflow 
indicator

Rainwater outlet at 
end of box gutter 
including overflow 
indicator

RWO

RWO

Existing A&E flashing 
above curtain walling  
to be modified to allow 
for new roof
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Roof Lights

approx 500mm Step in roof
(above 600mm may require edge protection, 
to be confirmed with building control) 
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Roof Access  
from Stairwell
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(Gross Internal Area) - SDEC

Level Name Area

LEVEL 0 SDEC 1087.27 m²

LEVEL 1 SDEC 811.01 m²

LEVEL 2 SDEC 62.82 m²

1961.1 m²

(Gross Internal Area) - Other

Level Name Area

LEVEL 0 Diagnostics 247.26 m²

LEVEL 0 Infill (pharmacy / MH
Assessment / Minors /
Circ.)

344.83 m²

LEVEL 1 Link Bridge 77.38 m²

LEVEL 0 Refurb. 99.12 m²

768.59 m²


