Flashing to parapet base to be repaired - Ref.09
New fall arrest system to small roof - Ref.04

Clean and reline GUTTER 'D' - Ref.05

Clean and reline GUTTER 'B' - Ref.01

Water ingress in plant room
below. Repairs to gutter in item 01
should remedy this - Ref.07
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Extent of Roof

Extent of gutter requiring repairs
Proposed Safety Line System
Existing Safety Line (to be tested)

Existing Safety Line to be
removed

Proposed fixed ladder with cage

Existing ladder with cage
Metal access walkway (flat)

Metal access walkeway (inclined)

Existing metal walkway

Access out onto Roof
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accuracy or veracity of survey information
provided by others and horizontal dimensions
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verified on site
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