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ALL SERVICES TO BE STRIPPED OUT WITH 
THE EXCEPTIONS NOTED ON THE 
DRAWINGS. STRIP OUT INCLUDES;
· LTHW
· VENTILATION FANS
· ELECTRICS
· DATA
· FIRE
REFER TO SPEC FOR STRIP OUT 
REQUIREMENTS. 

FAN AT HIGH LEVEL IN THE 
WINDOW TO BE STRIPPED OUT - 
REFER TO CONSERVATION 
ARCHITECT'S REQUIREMENTS 
FOR STRIP OUT AND MAKING 
GOOD

INCOMING LTHW PIPEWORK 
RISES FROM BELOW FLOOR - 
ROUTE TO BE SURVEYED - 
PIPEWORK TO BE STRIPPED 
BACK TO NEAREST JOINT ABOVE 
FLOOR AT RISER POINTINCOMING DATA 
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CONNECTION - TO 
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INCOMING WATER 
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(DISUSED, 
CURRENTLY 

TERMINATED JUST 
ABOVE FLOOR)

INCOMING 
DRAINAGE TO BE 

RETAINED 
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CURRENTLY 
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ABOVE FLOOR)

RADIATORS UNDER EACH 
WINDOW AND PIPEWORK 
RUNNING ABOVE 
WINDOWS - LTHW TO BE 
STRIPPED OUT
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