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NOTES:

All dimensions and profiles

indicative only. To be verified

on site.

Drawing is to be read in

conjunction with Door

Schedule.

Door requires upgrading for

fire.  Allow for Envirograph

Product 42 HW clear coating

system, one coat HWAP

primer, two coats HW02/N

and one top coat of HW Excel

Existing lock and handles will require Envirograf

Product 71 flexible intumescent sheet installed

around/to rear of existing ironmongery and latch.

Surface mounted

Envirograph Product 69

fire/smoke seals to be fixed

to door edges.

Automatic closer will be

required, linked to magnetic

floor mounted door holder.

Provisionally allow for  D&E

Tirex 2 Gate Closer, powder

coated to match

ironmongery. Single panel

may require infilling to

ensure a flush fixing

Magnetic

floor mounted

door holder
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