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for details. 
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SPEL Puraceptor BPS3
(Class 2 By-Pass Separator)

103 C2/SC accommodates area of 1,667m²
Catchment area = Transformer Pit = 120m²

Pipe in IL = 65.300 (150Ø)
Pipe out IL = 65.200 (150Ø)

SPEL Puraceptor BPS2
(Class 2 By-Pass Separator)
103 C2/SC accommodates area of 1,667m²
Catchment area = Fuel Pit = 70m²
Pipe in IL = 66.660 (150Ø)
Pipe out IL = 66.560 (150Ø)
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New manhole F21a built
on line of existing foul sewer.

Existing foul manhole
to be removed.

TCL:

TCL:

TCL:

TCL:

69
.79

76
.04

73
.80

76
.35

N

10m SCALE 1:500

1. This drawing has been prepared in accordance with the scope of RPS’s
appointment with its client and is subject to the terms and conditions of
that appointment. RPS accepts no liability for any use of this document
other than by its client and only for the purposes for which it was
prepared and provided.

2. If received electronically it is the recipients responsibility to print to
correct scale. Only written dimensions should be used.

3. This drawing should be read in conjunction with all other relevant
drawings and specifications.
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