
CATNIC CN7 LINTEL

Foundation is to be 600mm wide
trench concrete footing with 1:2:4
concrete mix. Foundation to be
1.2m deep. Any drains passing
through foundation are to be
protected using UPVC sleeving
and 150x100mmRc block lintol

FOUNDATION :1.20m ( Depth of
foundation to be comfirmed on
site  )

SECTION  

65mm sand cement screed on
100mm Grade 25 concrete , on
1200 Gauge visqueen on 125mm
flooring grade polystrene , on
50mm sand blinding on 100 mm
well compacted clean Hardcore .

plaster internallyCavity Wall construction to consist
of 100 mm brick externally and 75
mm cavity with Drytherm '32'
insulation .
Inner leaf to be 100mm thermolite
or Celcon  block. Wall ties to be
900mm Horizentally and 450 mm
vertically centres staggered.

GL

DPC min 150 mm form ground
level.DPM in floor to be laped to
meet DPC in wall.R endering not
to bridge DPC  .

VDPC at cavity
closure

12.5mm mineral chippings bedded in
fiberglass on 116mm'kinspan' insulation
Double R TS1 boards on firring pieces (1:60
fall )on 50x200mm ceiling joists @400 c/c.
Top layer to be dressed over 75mm R.S rail
and tucked into wall 25mm min.

9mm plasterboard with 5mm skim
coat of plaster

Joist hanger

100 mm h/r PVC
gutter on 20 mm
Facia board

VDPC at cavity
closure

50mm by 100 mm
timber wall plate

PROPOSED
EXTENSION NEW GRP FLAT ROOF TO

PROVIDE AA, AB, AC SURFACE
SPREAD OF FLAME RATING

STEPPED CAVITY TRAYS & CODE 4
LEAD FLASHING AT ABUTMENT
OF ROOF AND GABLE WALL

HEIGHTS TO BE CHECKED ON SITE
CONTRACTOR TO CONFIRM STAIR
DETAILS AND CEILING HEIGHTS FOR
ACCESS TO NEW  REAR EXTENSION

NOTE: DO NOT SCALE

THIS DRAWING. ALL

DIMENSIONS TO BE

CHECKED AND

CONFIRMED BY THE

CONTRACTOR ON SITE

BEFORE COMMENCING

CONSTRUCTION. ANY

DISCREPANCY TO BE

REPORTED TO THE

ARCHITECT/CLIENT.

steel to str eng detail
1 hr fire protection

DINNING

0m 5m 10mSCALE= 1:50 @A3

SECTION

KEY PLANREFERENCE DRAWINGS NOTES: DRAWN
MK

CHECKED
AQ

CLIENT/PROJECT:

SCALE:

DATE:

DRAWING No.

THE BUILDER OR OWNER TO SERVE PARTY WALL NOTICES TO ALL NEIGHBOURS

PLEASE NOTE THAT BEFORE BUILDING WORKS COMMENCES IT IS THE RESPONSIBILTY OF 
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