
Room Ref.

Height 

(mm)

length 

(mm) Type

Output 

(W)

Corrected 

(W)

F& R                 

temp. (ºC)

Flow rate 

(l/s) add 5%

Bed 1 R18 500 1600 K2 2258 1829 70/55 0.029 0.030

Bed 2 R19 600 1200 K2 1961 1590 70/55 0.025 0.027

Meeting room R20 600 1000 K2 1634 1323 70/55 0.021 0.022

Bed 4 R21 600 1200 K2 1961 1588 70/55 0.025 0.026

Bathroom R22 800/600 760 LST - P+ 751 654 70/55 0.010 0.011

Corridor R22A 600 1200 K1 1093 951 70/55 0.015 0.016

Bed 5 R23 600 800 K2 1307 1059 70/55 0.017 0.018

Bed 6 R24 600 800 K2 1307 1059 70/55 0.017 0.018

Store/Bed R25 600 800 K2 1307 1059 70/55 0.017 0.018

Bed 7 R26 600 1800 K2 2941 2382 70/55 0.038 0.040

Bed 8 R27 600 1000 K2 1634 1324 70/55 0.021 0.022

Bed 9 R28 600 1200 K2 1961 1588 70/55 0.025 0.026

Room 1 R29 600 1800 K2 2941 2382 70/55 0.038 0.040

Room 2 R30 600 1200 K2 1961 1588 70/55 0.025 0.026

Corridor 1 R33 600 1200 K2 1961 1706 70/55 0.027 0.028

Corridor 2 R34 600 1200 K1 1093 951 70/55 0.015 0.016

Radiator Details

First floor


