
Ground Floor

600 x 700 Exhaust  from flat roof, set
across into Tenant GF demise. Note
existing services pipes and ducts
dropping down wall in stairwell to be
relocated

600 x 700 Inlet duct drop from roof
and set through wall with fire
damper.

FD

FD
fire damper to wall line

fire rated exhaust duct rises from
below, sets across with exhaust fan
and rises behind brick structure to
high level

duct rises to high level

First Floor / Roof

inlet duct with AHU
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Proposed Route for Kitchen Exhaust duct from GF to
Exhaust location.
Basement & Ground Floor Level
11-17 High Street, Sheffield.
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