
New twin and earth cable from consumer unit

ELECTRICAL SUPPLY CABLE PENETRATION DETAIL

IP rated junction box to replace existing double socket

Patio paving tiles
adjacent to house

New SWA cable continues in ground to the
incoming services cupboard within the new outbuilding

New cable from consumer unit to reuse existing
penetration through building fabric. No new holes
shall be drilled.
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Existing IP rated double socket located adjacent
to kitchen door. To be replaced with IP rated
junction box. Twin & earth shall enter the rear of
the junction box and SWA cable shall exit the
base of the junction box. SWA shall be fixed
with out drilling any holes on facing brickwork.

All work related to the electrical
services for the new out building
shall be designed and installed by
a qualified electrician.


