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External Areas 

 

Figure 1. Broomielaw - Oswald Chambers Front Elevation 

 

Figure 2. Boomielaw - Oswald Chambers Front Elevation – Evidence of spalling to stonework 
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Figure 3. Oswald Street – Side Elevation Oswald Chambers (left) Front Elevation Oswald St. (right) 

 

Figure 4. Oswald Street – Front Elevation Oswald St. (middle) 11 Oswald St. (right) neighbouring building 

 



   

G8705 Oswald Chambers, Glasgow    

 

Figure 5. Oswald Street – Side Elevation Oswald Chambers  

 

Figure 6. Oswald Street - Side Elevation Oswald Chambers – Evidence of spalling and staining 
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Figure 7. Oswald Street - 11 Oswald St. (neighbouring building) Lane and building, evidence of poor maintenance  

 

Figure 8. Oswald Street – Lane of 9 Oswald St. 
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Figure 9. Rear of 9 Oswald St – Lane and link bridge between neighbouring 

 

Figure 10. Lane of Oswald St. – 11 Oswald St. (neighbouring building) Evidence of vegetation growth  
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Basement Floor Areas 

 

Figure 11. 9 Oswald St. – Vaulted Ceiling Basement Area – Salon Services 

 

Figure 12. 9 Oswald St. – Corridor Area below left of Lane 
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Figure 13. 9 Oswald St. – Corridor Area below left of Lane 

 

Figure 14. 9 Oswald St. – Corridor Area below left of Lane – Evidence of water ingress 
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Figure 15. 9 Oswald St. – Corridor Area below Front Elevation – Evidence of water ingress outside substation 

 

Figure 16. 9 Oswald St. – End of Corridor – Barrel Vaulted Ceiling – Evidence of water ingress across area 
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Figure 17. 9 Oswald St. – End of Corridor – Barrel Vaulted Ceiling – Evidence of water ingress across area 

 

Figure 18. 9 Oswald St. – End of Corridor – Barrel Vaulted Ceiling 



   

G8705 Oswald Chambers, Glasgow    

 

Figure 19. 9 Oswald St. – End of Corridor – Barrel Vaulted Ceiling – Evidence of water ingress across area 

 

Figure 20. 9 Oswald St. – End of Corridor – Barrel Vaulted Ceiling – Evidence of water ingress across area 
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Figure 21. Oswald Chambers– Change in Level – Slapping to right of service ramp 

 

Figure 22. Oswald Chambers– Change in Level – Slapping to right of service ramp 
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Figure 23. Oswald Chambers – Evidence of modern refurbishments – New steel elements and boarding to joists 

 

Figure 24. Oswald Chambers – Evidence of modern refurbishments – New steel and existing cast iron elements noted 
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Figure 25. Oswald Chambers – Evidence of modern refurbishments – New masonry pier and foundation 

 

Figure 26. Oswald Chambers– Evidence of modern refurbishments – New masonry pier and foundation 



   

G8705 Oswald Chambers, Glasgow    

 

Figure 27. Oswald Chambers– Evidence of modern refurbishments – New masonry pier and foundation 

 

Figure 28. Oswald Chambers– Existing stone and corbel footing 
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Figure 29. Oswald Chambers– Evidence of modern refurbishments – New openings, concrete floor for service hatch 

 

Figure 30. Oswald Chambers– Evidence of modern refurbishments – New openings, concrete floor for service hatch 
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Figure 31. Oswald Chambers– Evidence of modern refurbishments – New concrete beam and plank floor area 

 

Figure 32. Oswald Chambers– Evidence of modern refurbishments – Slapping to new concrete elements noted 
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Figure 33. Oswald Chambers – Existing cast iron columns, timber beams, stone walls and corbel foundations 

 

Figure 34. Oswald Chambers – Existing cast iron columns, timber beams, stone walls and corbel foundations 
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Figure 35. Oswald Chambers – Existing stone walls and corbel foundations 

 

Figure 36. Oswald Chambers – Evidence of existing cut beams within stone walls 
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Ground Floor Areas 

 

Figure 37. Oswald Chambers – Salon area with mezzanine level. Existing tall cast iron columns within area  

 

Figure 38. Oswald Chambers – Salon area with mezzanine level. Existing tall cast iron columns within area 
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Figure 39. Oswald Chambers – Salon area with mezzanine level 

 

Figure 40. Oswald Chambers – Salon area with mezzanine level 
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Figure 41. 9 Oswald St. – Salon area mezzanine level leading into vaulted ceiling store area 

 

Figure 42. 9 Oswald St. – Vaulted ceiling store area 
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Figure 43. 9 Oswald St. – Vaulted ceiling store area – Existing ties elements noted across vaults 

 

Figure 44. Oswald Chambers – Some water damage to finishes noted to inside of windows 
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Figure 45. 60 Broomielaw. – Service access area – Evidence of spalling to stone pier 

 

Figure 46. Oswald Chambers– Service access area – Evidence of water ingress and damage to finishes and existing timber 
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Figure 47. Oswald Chambers– Service access area – Evidence of damage to finishes 

 

Figure 48. Oswald Chambers– Service access area – Evidence of damage to finishes 
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Figure 49. Oswald Chambers– Service access area – Evidence of damage to finishes 

 

Figure 50. Oswald Chambers– Service access area – View down service hatch 
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Upper Floor Areas 

 

Figure 51. 5 Oswald St. – Vacant office areas 

 

Figure 52. 5 Oswald St. – Vacant office areas 
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Figure 53. 5 Oswald St. – Vacant areas – Evidence of water ingress and damage 

 

Figure 54. 5 Oswald St. – Vacant areas – Evidence of water ingress and damage 
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Figure 55. Corridor Area – Vacant areas – Evidence of water damage to finishes and existing timber elements 

 

Figure 56. Corridor Area. – Vacant areas – Evidence of water damage to finishes and existing timber elements 
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Figure 57. Corridor Area – Evidence of water damage to finishes and existing timber elements 

 

Figure 58. Corridor Area – Evidence of water damage to finishes and existing timber elements 
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Figure 59. Vacant Office Area 

 

Figure 60. Vacant Office Area 
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Figure 61. Windows Along Broomielaw – Evidence of spalling and cracking to existing 

 

Figure 62. Windows Along Broomielaw – Evidence of spalling and cracking to existing 
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Stairs and Landing Areas 

 

Figure 63. 9 Oswald St. Entrance – Existing stairwell 

 

Figure 64. 9 Oswald St. Entrance – Existing stairwell 
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Figure 65. 9 Oswald St. – Rear fire exist stair well – Modern intervention 

 

Figure 66. 9 Oswald St. – Rear fire exist stair well – Modern intervention 
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Figure 67. 9 Oswald St. – Rear fire exist stair well – Evidence of spalling to concrete blockwork walls  

 

Figure 68. 9 Oswald St. – Rear fire exist stair well – Evidence of cut steelwork left within walls 
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Figure 69. 9 Oswald St. – Rear fire exist stair well – Poor condition at service cores to existing  

 

Figure 70. 9 Oswald St. – Rear fire exist stair well – Poor condition at service cores to existing 
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Roof Areas 

 

Figure 71. Oswald Chambers – Main Stairwell – Existing Orangery  

 

Figure 72. Oswald Chambers – Main Stairwell – Existing Orangery 
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Figure 73. 9 Oswald St. – Existing steel truss roof 

 

Figure 74. 9 Oswald St. – Existing steel truss roof 


