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DP

VP

VP

DP
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Concrete

Concrete

LAUNDRY

STAFF SUITE 01

GYM

STAFF SUITE 02

CYCLE AND REFUSE VAULT STORE

WATER TANK & PUMP SET PLANT

VAULT STORE / M&E

SVP

SVP

SVP

KITCHEN

PANTRY

PANTRY STORE

WC

STORE/PANTRY

Existing opening lifted to allow stove to be fitted within
former fireplace. Existing height 1.6m. Proposed height
2m. Existing flue to be lined for use as extract.

POST ROOM STORE WINE CELLAR LIFT MOTOR

New extension.
white painted timber glazing
and white glazed bricks.

FC
U

New door, linings and
architrave to match

existing.

Reinstated door, linings and
architrave to match existing
adjacent doors

Ceiling mounted
extract grill

White glazed wall tiles
retained

Original borrowed light glazing
reinstated

DUMBWAITER

Original stone shelving retained

New drainage route created
within chimney breast to align
with flue above.

IC

IC IC

New door, linings and architrave to match
existing adjacent doors.

Existing lift to be
refurbished.

Dumbwaiter retained
and  refurbished

Unit within Ceiling
Bulkhead.

Existing close
boarded door
replaced.

Lightwell repaved

Existing stair
retained and
refurbished.

Ceiling mounted
extract grill

Ceiling mounted
extract grill

Rooflight
reinstated

Rooflight
reinstated

Louvred panel for
ventilation to plant

Rooflight

Electric Cutout
Position

3 No. Existing Vaults to be
tanked with Delta Membrane.
Associated drainage channels
to be formed to suit lightwell
manhole position

PANTRY

Existing fireplace
retained and
refurbished.

Existing riser duct within
original flue to be reused.

To be opened up and made
good following services

installation.

Water
Softener

Water Booster Pump Set
& Tank

Ducted Condenser

New double sealed manhole

Compressor
section of

AC Unit

Proposed staff suite 01 & 02 walls to be treated to
improve acoustic performance with independent linings,

acoustic floor build up, and proposed suspended
acoustic ceiling treatment.

Door to be relocated to suit
new wall linings

Door to be relocated to suit
new wall linings

Existing Suspended
Ceiling to be removed
from majority of room.
Bulkhead to be formed

to house FCU.

Existing Suspended Ceiling to
be removed.

External Store, door,
fanlight, and WC
layout retained.

Walls of Gym be lined with
Cavity Drainage system as

recommended within Hutton +
Rostron report. Existing Floor
slab to be removed and new

slab laid at lower level to allow
floor level to be retained.

New Steps to suit
Acoustic Requirements

New Suspended Ceiling with
tile finish to match existing

tiles present on walls.

Door to be relocated to suit
new wall linings

New Door to be implemented
where into opening, as was the

case historically.

Entirety of lift car and mechanism to be removed and replaced to suit submitted Tony
Warren Limited Passenger Lift specification dated May 2021. The existing car shall be

removed and installed as internal lining within a modern steel sling enclosure.  The
existing landing joinery is to be retained and reused.

Entirety of dumbwaiter to be removed and replaced to suit submitted Tony
Warren Limited Service Lift specification dated May 2021. The existing landing

joinery is to be retained and reused. Existing riser to be extended
and reused

Air intake to serve the library ventilation system. Routed
through bay window soffit, through previously proposed

dropped acoustic ceiling, through ceiling to grilles in
library joinery above. Please refer to submitted RSMEP

for further information.
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dimensions only.

2. This drawing and design are copyright - do
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TO SEPARATE
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