Electrical Symbols

electric meter
consumer unit

spur

soffit light fitting

smoke detector
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twin switched socket ﬂ

one way light switch

=]
two way light switch

pendant light fitting

(®  heat detector

carbon monoxide detector

mechanical extract fan 15l/s
unless otherwise noted

master isolator for kitchen appliances
carbon dioxide detector

Outlets and controls for electrical fixtures and fittings to be positioned at least 350mm
from internal comners or projecting walls and not more than 1200mm above floor level
Light switches to be between 900mm and 1200mm above floor level

Sockets to be 400mm above floor level
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