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Doors to be removed (all levels)
and new windows installed

Existing steel fire escape to be
removed complete
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Doors to be removed (all levels)
and new windows installed

Existing steel fire escape to be
removed complete
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Roof level edge protection to be
extended where steps removed

Existing steel fire escape to be
removed complete

Provisional siting of new AOV duct

Existing steel fire escape
to be removed complete

Proposed new AOV duct

New Automatically opening vent
(AOV) duct to be provided at
roof level

Roof level edge protection to be
extended where steps removed

Existing steel fire escape to be
removed complete

Existing doors to fire escape to
be removed

Provide and install new
aluminium framed windows of a
style and design to match the
existing to all floors and fit with
AOV operation

Brick up openings to cill level
with insulated cavity wall
construction
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FIRE SAFETY IMPROVEMENTS AT
BRAY HOUSE, 4-6 DUKE OF YORK ST.

PART PLANS AND SIDE AND REAR
ELEVATIONS AS PROPOSED
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4th FLOOR COMMUNAL AREAS - PROPOSED
SCALE @ 1:100

2 4 6 8 1002

mSCALE 1:200

5th FLOOR COMMUNAL AREAS - PROPOSED
SCALE @ 1:100

ROOF PLAN - PROPOSED
SCALE @ 1:100

SIDE / ORMOND YARD ELEVATION - PROPOSED
SCALE @ 1:100

REAR ELEVATION - PROPOSED
SCALE @ 1:100

NB. Due to the proximity of adjacent buildings, lower ground and ground floor
areas are largely obscured from view
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