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Schedule
. - Lumen
Symbol Label | Quantity Catalog Number Description Output Wattage
FTS3.LA094.FW mounted Factor Small Twin Set 10488 132
2FW9 4
on 6m columns
X FWO 0 FTS.3.LA094.FW mounted Factor Small Single Set 10488 66
B on 6m columns
X 5 FTS.3.LA094FW BLS version Factor Small with Back Light Shield 10000 66
] FWO+BLS mounted on 6m Column Single Set
JEE.5312.157.37 Flux LED 1x34,5W LED nw 3986 34.5
H 7 VETRO SABBIATO
K 15 MTA.5407.157AS.37 Apollo LED 25,8W LED nw 2220 25.8
Statistics
Description Symbol | Avgl Min| Min/Avg
Car Park 25 lux| 8 lux 0.32
Perimeter 1 37 lux 6 lux 0.16
Service Ramp 1 31 lux| 4 lux 0.13
Side Of Store 1 29 lux| 8 lux 0.28
Spill Light 0lux | O lux N/A
208 139
Under Canopy 0.67
lux lux
Luminaires Holophane Europe Lid, Civic Lighting FLUX Civic Lighting APOLLO

FACTOR SMALL series (FTS),
Metallic silver finish

Canopy recessed

Wall mount luminaire

Control Gear

Electronic driver

Electronic driver, integral

Electronic driver, Integral

emergency emergency

IP Rating P65 P44 P54

Light Source LED Array, nominal 4000k, LED Array, nominal 4000k, LED Array, nominal 4000k,
?2000lumen 3315lumen, 36w 2028lumen, 31w

Distribution Forward throw, Zero upward Downlight, Downlight, asymetric,
light output ratio Zero upward light Zero upward light
Back light shields fitted

Tilt angle sdegree Lero Lero

Control Remote BMS Photocell and Remote BMS Photocell and Presence detector
time schedule time schedule

Mounting émetre, galvanised finish Canopy recessed, flush. Surface, wall.

conical column with base

& brackef.

compartment for cut-out unit

Final connection Cabling

flexible.

3core 1.55g.mm Heat resisting | 3core 1.5sg.mm Heat resisti

flexible.

ng | 3core 1.55gq.mm Heat resisting
flexible.

Standards

EN60598, CE Marked

EN60598, CE Marked

EN60598, CE Marked

REV |DATE DESCRIPTION DRW |Eng

PL2 | 07.05.2021 | EXTERNAL LAYOUT UPDATED TO EB EB
DRAWING 2909-CHE-111E

PL1 | 08.04.2021 | EXTERNAL LAYOUT UPDATED TO EB EB
DRAWING 2909-CHE-111C
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