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Proposed new flat roof with 1No. layer of Cure-It
]_\ Polyester roofing resin (Dark Grey) on 18mm OSB3
boards, on 150mm Kingspan Insulation Board (or
equal & approved) on 1000 Gauge vapour barrier.
— — , — 12mm OSB on firing pieces on (unless specified

——T]

and nail holes taped & filled. 150mm glasswool to be
packed into verge between timber lintel and fascia to
provide thermal continuity between wall & roof

otherwise) PRE-FABRICATED roof joists at 600mm crs.
l i Store i Hall ® % Hall Vest. l

12.5mm duplex TE plasterboard internal finish. Joints
ex. s/d ex. s/d

insulation. All doubled up members to be spiked
together using M4Amm dia. galvanised nails x 90mm
long at 300mm maximum staggered crs. All structural
timber to be grade C16 unless otherwise stated.

All doubled up members to be spiked together using
M4mm dia. galvanised nails x 90mm long at 300mm
maximum staggered centres.
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line of existing combined drainage

Glass in Windows and Doors to be toughened, designed

2005, where all, or part, of a pane is: within 800 mm of

w to resist human impact as set out in BS 6262:Part 4:

floor level; or part of a door leaf; or within 300 mm of a
BEd room M door leaf and within 1.5 m of floor level.

Any existing drains passing through the building to be

Extensicn & Mini Bar floor area = 30.55m? Mini Bar Dinin g suitably protected, reconstructed or re-routed.
1/10th opening area required between = 3.05m? (11.15 2]

Actual opening area = 3.10m? -10M Bathroom — New 100mm UPVc Drainage to be surrounded with
1/15th daylighting required = 2.03m? 5-10mm pea gravel
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?ggf; ﬂ:ﬂﬁ::::ﬁ 2:2: re::;t?rzr:= 1.01m? Foundations to bear on original firm natural sub-soils a

qb leave open plan and make good below the invert level of any adjacent drains.

Actual ventilation area required = 5.06m? Existing french doors removed, minimum of 450mm minimum below ground level and
ready for decoraticon. / FOUNDATION EXCAVATIONS TO BE RECORDED BY

Existing lintels above to remain /_\ - ARCHITECT/AGENT AND RESULTS TO BE FORWARDED
unaffected R ~ @ ' TO ENGINEER
_— ] rwp/gt
[ @j/ Any unfinished or partially complete works to be kept
B | | safe and secure to comply with Reg 15.
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100x47mm framing and lined span of proposed to be on same line of RHS

7,
?
host' wall to be framed with ] / 8 Proposed RHS of Extension | .
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E - | joists above of existing Sun Lounge
; with 12.5mm plasterboard J ; @
P (approx. 605mm from LH I @
= == bathroom ingo) O O
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the purpose of B”'Id_' ng Warrant _ ALL ELECTRICAL WORK TO BE CARRIED OUT IN STRICT ACCORDANCE WITH THE LATEST
- approval. Final location to be confirm |.E.E REGULATIONS AND TO COMPLY WITH BS7671: 2008 THE REQUIREMENTS FOR PROJECT:
onsite with client ELECTRICAL INSTALLATIONS". PROPOSED REAR EXTENSION
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WHILST THE HIGHLIGHTED AREAS ARE INDICATIONS OF SERVICES BELOW GROUND =
ex. garden wall THERE MAY BE OTHERS OUT WITH, THEREFORE ALL EXCAVATIONS SHOULD
%% Denotes where 1st timber posts to be WS Denotes where new blockwork walls to INCORPORATE EXTREME CARE AND DILIGENCE e
fixed back into new blockwork walls with be tied back into existing mascnry walls DRAWINGS TO BE READ AND UNDERSTOOD PRIOR TO WORK COMMENCING.FIGURED . l s t e
Mémm dia. x 130mm long "countersink” with 2no. rows of Expamet stainless DIMENSIONS TO TAKE PREFERENCE OVER SCALED DIMENSIONS. ALL DIMENSIONS AND
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resin anchors at 330mm max. vertical below finished ground level. Foundation :
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