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06.11.19 GB EQUIPMENT ADDED

21.11.19 GB FCU AND DUCT MODS

26.11.19 GB TYPICAL DETAILS ADDED

28.11.19 GB TYPICAL DETAILS MOD / NOTE REMOVED

31.01.20 GB DINING/DRAWING/GUEST 2 UNIT SIZE MOD

03.06.20 AY ADDED DETAILS FOR ROOF PENETRATION
& PIPWORK MOUNTING

22.07.20 AY MOVED CU1

Important Notes Relating To Roof

1. Any works directly affecting the roof covering such as penetrations, will need to be carried out by
Heartfelt Roofing who will be onsite for most of Phase 2 of the roof works. Upstands are to be
weather protected by angled duct cowling (or similar) integrated weather proofing. The
downward flashing of the angled cowling is required to have a minimum depth of 75mm and
must not extend to the flat area of the Derbigum waterproofing system. There should be a
minimum of a 50mm gap between the Derbigum waterproofing system and the bottom edge of
the cowling.

2. The height of the ductwork (including insulation) must be a minimum of 350mm above the roof
level in order to allow access to roof coverings for inspection and maintenance and is required to
maintain the roofing guarantee.

31.07.20 AY ADDED ROOF NOTES
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