Suspended ceilings to all area to provide min. 1 Hour fire rating

Emergency Lighting to be BS. 5266

Exit signage to be BS. 5499

Fire Alarm to be BS. 5839

Air conditioning to be separate systems to food
preparation areas and seating areas.

All painted and decorated surfaces to be Class '0'
spread of flame specification.

All works to be completed to current Building Regulation
and Code of Practice requirements.

Recessing Bezel For Darwen Luminaires DG/BEZEL

Sounder Audible Protec 3000/SSR

llluminated Fire Exit Sign

Protec EP/NM3 Legend

Emergency Light Protec DW/NM3

Fire Alarm Call Points Protec 3000/BGK
Heat Detector Protec 3000/ 84 Deg C
Protec 3000/0OP

Smoke Detector

Fire Alarm Panel Protec 400 series
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External Bell

Emergeny Light External Protec DW/NM3

IP65 External Bulkhead

NOTE:

All foundation and structural steelwork details will be
provided by the specilaist steelwork and cladding
supplier at time of instruction and confirmation of
order.

All current specifications for structural elements
provisional and subject to engineers verification and
are provided for idicative purposes only.

NOTE:

Steel portal frame to be designed to resist
overturning.
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First Floor Plan
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All dimensions are to be checked on site prior to commencing any works. Any
discrepancies are to be notified immediately to the surveyor.

This drawing and all the information contained thereon is subject to copyright and must
not be reproduced in part or in whole without the written consent of CFM Consultants
Ltd.Unauthorised reproduction infringes copyright and may lead to prosecution.




