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\/ \ Suspended ceilings to all area to provide min. 1 Hour fire rating

mh 4 1/
: Emergency Lighting to be BS. 5266

Exit signage to be BS. 5499
mh 2 Fire Alarm to be BS. 5839
Air conditioning to be separate systems to food
preparation areas and seating areas.
All painted and decorated surfaces to be Class '0'
spread of flame specification.
All works to be completed to current Building Regulation
and Code of Practice requirements.
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Emergency Light Protec DW/NM3
Fire Alarm Call Points Protec 3000/BGK
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Heat Detector Protec 3000/ 84 Deg C

Smoke Detector Protec 3000/0OP
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Fire Alarm Panel Protec 400 series
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Emergeny Light External Protec DW/NM3
IP65 External Bulkhead
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58] provided by the specilaist steelwork and cladding
supplier at time of instruction and confirmation of

order.
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All current specifications for structural elements
provisional and subject to engineers verification and
are provided for idicative purposes only.

@ All foundation and structural steelwork details will be
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NOTE:

alternative pumped
| new roller shutter door at high level

4376

Steel portal frame to be designed to resist
overturning.
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possible alternative
new roller shutter door
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l Proposed Unit
Pulton-le-Fylde
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356 x 171 roller shutter doors 0) 356 x 171 D —
1 Proposed Ground Floor Plan
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job no. drawn.

4774 RIB
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date issue

09-06-2021 Planning

l scale checked.

Drawing Size Drawing No Rev
A2 PR/04774/006

P . All dimensions are to be checked on site prior to commencing any works. Any
to ]rngatlon SCheme discrepancies are to be notified immediately to the surveyor.
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— This drawing and all the information contained thereon is subject to copyright and must
not be reproduced in part or in whole without the written consent of CFM Consultants
Ltd.Unauthorised reproduction infringes copyright and may lead to prosecution.




