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PROPOSED FIRST FLOOR PLAN
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NEW PARTITION
FULL HEIGHT PARTITION TO BE CONSTRUCTED
WITH 1 No LAYER OF 12.5mm PLASTERBOARD
FIXED EITHER SIDE OF 75mm TIMBER STUD (OR
70mm METAL STUDS AT 400mm C/C) WITH BASE
AND HEAD SECURED TO FLOOR SLAB AND
STRUCTURAL SOFFIT ABOVE
TO MANUFACTURES RECOMMENDATIONS

NEW 30 MINUTE FIRE RATED PARTITION - FULL HEIGHT
FULL HEIGHT PARTITION TO BE CONSTRUCTED WITH
1 No LAYER 15mm GYPROC WALLBOARD FIXED
WITHER SIDE OF 75mm TIMBER STUD (OR 70mm METAL
STUDS AT 400mm C/C) WITH BASE AND HEAD SECURED
TO FLOOR SLAB AND STRUCTURAL SOFFIT ABOVE
TO MANUFACTURES RECOMMENDATIONS

NEW 60 MINUTE FIRE RATED PARTITION - FULL HEIGHT
FULL HEIGHT PARTITION TO BE CONSTRUCTED WITH
1 No LAYER 15mm FIRELINE FIXED WITHER SIDE OF
75mm TIMBER STUD (OR 70mm METAL STUDS AT
400mm C/C) WITH BASE AND HEAD SECURED TO
FLOOR SLAB AND STRUCTURAL SOFFIT ABOVE
TO MANUFACTURES RECOMMENDATIONS

EXISTING WALL UPGRADED - FULL HEIGHT
EXISTING WALLS TO BE UPGRADED TO ACHIEVE
60 MINUTE FIRE RATING

EXISTING WALL UPGRADED - FULL HEIGHT
EXISTING WALLS TO BE UPGRADED TO ACHIEVE
30 MINUTE FIRE RATING

FE SIGN 1
FRONT OF HOUSE FIRE EXIT SIGNAGE
ILLUMINATED WALL MOUNTED FIRE EXIT
SIGNAGE.
PHILIP PAYNE MINI CYLINDER WALL MOUNTED
EXIT SIGN, FINISHED IN PENNY BRONZE.
ARROW DIRECTION TO SUIT POSITION ON SITE.

FE SIGN 2
FRONT OF HOUSE FIRE EXIT SIGNAGE
ILLUMINATED CEILING MOUNTED FIRE EXIT
SIGNAGE.
PHILIP PAYNE MINI CYLINDER CEILING MOUNTED
EXIT SIGN, FINISHED IN PENNY BRONZE.
ARROW DIRECTION TO SUIT POSITION ON SITE.

FE SIGN 3
BACK OF HOUSE FIRE EXIT SIGNAGE
ILLUMINATED FIRE EXIT BOX SIGNAGE.
PHILIP PAYNE ALUMINUM BOX SIGNAGE OR
SIMILAR AGREED WITH ELECTRICAL
CONTRACTOR .
ARROW DIRECTION TO SUIT POSITION ON SITE.

FIRE PROTECTED LOBBY
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GENERAL NOTES

ALL DIMENSIONS TO BE CHECKED ON SITE PRIOR TO COMMENCEMENT OF
WORKS - PLEASE REPORT ERRORS OR OMISSIONS TO THE ARCHITECT.

THIS DRAWING HAS BEEN PRODUCED FOR THE PURPOSES OF PLANNING
AND BUILDING REGULATIONS APPROVALS ONLY AND IS NOT INTENDED TO
BE A FULL WORKING DRAWING.

THIS DRAWING IS TO BE READ IN CONJUNCTION WITH ANY WRITTEN
SPECIFICATIONS, SCHEDULES OF WORK AND STRUCTURAL ENGINEER'S
DETAILS AS APPROPRIATE.

THIS DRAWING IS THE COPYRIGHT OF PUMP HOUSE DESIGNS AND ANY
FURTHER REPRODUCTION OF THE PLAN IS NOT PERMITTED WITHOUT
OBTAINING PRIOR CONSENT.
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