
Kitchen extract canopy discharging through 450 x 450mm galvanised
ductwork with fan on branch at low level as penetrates through wall.
Discharge duct with drain rise externally in 450 x 450mm galvanised
ductwork rise to 1m above the ridge height. Top of duct shall terminate in
open top cone cowl with drain and bird guard. All external kitchen extract
ductwork shall be fixed to the wall as it rises up the building. Extract duct
shall include access panels at every bend and at intervals along the duct.
The duct shall include drainage at low points to allow regular inspection
and cleaning by specialist duct cleaning company.
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Denotes Site Boundary

Notes:
- Do not scale from this drawing
- All dimensions are to be checked on site prior to
construction.
- Dimensions marked with an asterisk thus * are
open site dimensions to be confirmed on site.
- Should any discrepancy be found with this
drawing please report to this office immediately.
- The copyright of all information contained within
this drawing subsides with block 9 architects.
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