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Ashworth,
Unit 9, Llancoed Court,

Llandarcy, Neath, SA10 6FG
www.ashworthuk.com

FOR THIS DRAWING WE CLAIM LEGAL PROTECTION REGARDING ,
COPYRIGHTS, COMMERCIAL COMPETITION AND INDUSTRIAL GUARANTEE.

THIS DRAWING IS ONLY TO BE USED FOR THE PURPOSE FOR WHICH
IT IS SUPPLIED AND WITHOUT OUR CONSENT IT MUST NEITHER BE

COPIED OR MADE ACCESSIBLE TO ANY THIRD PARTY.

STAFF AC
CU3 - 800X285X550H
35KG
48DBA

KITCHEN AC
CU2 - 1136X360X943H
67KG
51DBA

FRONT OF HOUSE
CU1 - 800X285X714H
41KG
49DBA

FREEZER
CR1 - 800X500X500H
70KG
61DBA

CHILLER
CR2 - 800X400X400H
48KG
61DBA

EF1 - KITCHEN EXTRACT
690X690X690
115KG
48DBA

ODOUR CONTROL
ESP1
1662X620X535H
120KG
OC1
300X300X150D
20KG

LOUVRE SCHEDULE
L1 - 300x300
l2 - 1000x400
l3 - 400x400

GROUND LEVEL.  SCALE 1:50 @ A1

for planning
only

PROPOSED EXTERNAL HVAC PLANT LOCATION .  SCALE 1:25 @ A1

0 0.5m0.5m 1.5m1m 2m 2.5m

1:25 @ A1

EQUIPMENT DETAILS

0 1m 2m 3m 4m 5m1m

1:50 @ A1

REAR VIEW HVAC SERVICES - SCALE 1:50 @ A1

REV - D

L2

L1 L1

HORIZONTAL
DISCHARGE

( SEE DETAIL)

SIDE VIEW DETAIL ON KITCHEN EXTRACT.
HORIZONTAL DISCHARGE

SCALE 1:25 @ A1

MESH

REV A 15.07.21
CHANGES INCORPORATED IN THIS DRAWING AS FOLLOWS:
NEW ARCHITECTS BAKGROUND & REAR ELEVATION.
HVAC SERVICES MODIFIED TO SUIT THIS.

REV B 29.07.21 STAFF  OUTDOOR CONDENSER OMITTED.
KITCHEN EXTRACT NOTE MODIFIED.

REV C 26.10.21 NEW BACKGROUND INCORPORATED.  REAR ELEVATION ADDED.

Project Address:
PIZZA HUT, 131 Station Rd, Sidcup,

Kent, DA15 7AA

Pizza Hut

Pizza Hut, 131 Station Rd, Sidcup, Kent

AS SHOWN@ A1

General Arrangement of

HVAC Layout

FOR INFORMATION ONLY
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OZONE INJECTOR
MOUNTED ON SIDE
OF DUCT

PROPOSED EXTERNAL EXTRACT EQUIPMENT
MOUNTED ON TOILET / WC / OFFICE ROOF.
THIS WILL REQUIRE STRUCTURAL ENGINEER

CONSULTATION.

CU1 - FOH COUNTER CONDERSER
CU2 - FOH KITCHEN

CR2 - CHILLER CONDENSER

COLD ROOM
CONDNESER

MOUNTED ABOVE
AC CONDENSERS
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REFRIGERANT
PIPEWORK

AP

SIDE ENTRY ODOUR
PLENUM BOX

ALL CONDENSERS MOUNTED
ON CONDENSER BLOCKS

HORIZONTAL
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DRAFT -
FOR COMMENT

EXTRACT CANOPY OVER
PIZZA OVEN

SILENCER SF1

HEATER
BATTERY

SUPPLY FAN
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800X300

AC1 - 600X600 3.5KW CEILING
MOUNTED CASSETTE UNIT

AC2 - UNDER CEILING STAINLESS
STEEL AC UNIT

DENOTES EVAPORATOR TO
CHILLER

EF1

EG2

EG3

L1

L2

CR1 - FREEZER CONDENSER

400Ø MAKE UP AIR

250Ø

800X300

REFRIGERANT PIPEWORK
TO EXTERNAL CONDENSERS

( SEE ABOVE EXTERNAL LAYOUT )

AP

EG1

100Ø

150Ø

EF2

EF3

ALL CONDENSERS MOUNTED
ON CONDENSER BLOCKS

250Ø

AP

AP

80
0X
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EF4

EG4

DENOTES EVAPORATOR TO
CHILLER

REFRIGERANT
PIPEWORK

EXTRACT
EXITS ABOVE
ROOF OF WC

L2

L1 L1

REAR VIEW HVAC SERVICES - SCALE 1:50 @ A1
OMITTING STAIRS FOR CLARITY

REFRIGERANT
PIPEWORK

L3 AP AP

AP

New flat roof and guttering

New drainage route required as new

building will cover existing drain.

Drainage contractor to confirm new

location.

Neighbouring Property

New rear door

New outbuilding to be built to

house new WC, lobby and

manager's office. Accessed via

existing window which will be

replaced with a door.

Existing brick vent to be brick infilled,

rendered & painted

Existing window will be removed and

brick infilled, rendered & painted

Rear yard to be levelled

Finished internal floor level.

New building to ensure flush

threshold between existing

and new building

The two existing buildings shall be

joined together with brickwork and a

new roof will be installed across the

whole area. This shall form a lobby

between the two areas.  One shall be

retained as a w/c and the other

increased in size and fitted out as a

Manager's Office.    

AP AP

AC3 - 600X600 3.5KW CEILING
MOUNTED CASSETTE UNIT

CU3 - FOH BOH

AP

OC1EF1EF1

CU1 - FOH COUNTER CONDERSER

CU2 - FOH KITCHEN

CR2 - CHILLER CONDENSER
MOUNTED ABOVE AC CONDENSERS

ALL CONDENSERS MOUNTED
ON CONDENSER BLOCKS

CU3 - FOH BOH

REV D 27.10.21
MODIFICATIONS MADE IN CONJUCTION WITH PLANNING QUERY
RELATING TO CONDENSERS; AS NOW INDICATED ON GROUND LEVEL
VIEW.
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1:25 @ A1
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