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- Dimensions are in millimeters, unless stated otherwise.
- It is the recipients responsibility to print this document to the correct scale.
- All relevant drawings and specifications should be read in conjunction with this drawing.

Ground Floor Plan  Scale 1:100

1m SCALE 1:100

E004

E005E006E007

E101 E102 E103 E104 E105 E106 E107 E108 E109 E110 E111 E112 E113 E114 E115

E202

E201

E001

E002

E008

W001

W003

W002

W006

W004

Standard
2860(w)
3000(h)

E003

Standard
2860(w)
3000(h)

Standard
2860(w)
3000(h)

Standard
2860(w)
3000(h)

Standard
2860(w)
3000(h)

Standard
2860(w)
3000(h)

Standard
2860(w)
3000(h)

Standard
2860(w)
3000(h)

Standard
2860(w)
3000(h)

Standard
2860(w)
3000(h)

Standard
2860(w)
3000(h)

Standard
2860(w)
3000(h)

Standard
2860(w)
3000(h)

Standard
2860(w)
3000(h)

Standard
2860(w)
3000(h)

CAT
Ladder

to
Roof

Comms
Room

Office
1

Office
2

Canteen

Ablution
Prayer
Room

Clnrs
Cpbd

Circulation

Acc.
WC / Sh

Drying
Room

Male
WC
&

Changing
Female WC
& Changing

Lobby Lobby

Circulation

Plant
Room

AHU Generator

In
co

m
in

g
se

rv
ic

es

Lobby

Damaged
Cage

Repair

Damaged
Cage

Repair

Training
Room

Ethnic
Toilet

Ethnic
Toilet

Level
Access
Door

Level
Access
Door

13 No. Dock
Loading
Doors

2 No. Compactor
 Dock Loading

Doors

Retaining Wall

[Indicative]
Water tank storage for

vehicle wash down.

Raised vehicle wash
down gantry platform.
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A AW MB 02.12.21Initial Issue

B AW MB 14.12.21Loading dock retaining wall area amended

C AW MB 17.12.21Balers and pits relocated to avoid clash with
columns

D SW MB 22.12.21Balers and pits relocated in line with Client
confirmation of preference for S3 arrangement

E AW MB 04.01.22Baler pit located, WM Tech columns shown.

F AW MB 14.01.22Level access doors and dock levellers
amended to match spec and Stertil
arrangement. Loading dock wheel guides set
out. Welfare/office area updated to match
approved SK009 layout. Retaining wall to
south of loading dock omitted.

For dock leveller pre cast concrete
surround information refer to Stertil
drawing NEW-STL-XX-ZZ-DR-X-0200.

For dock leveller pre cast concrete
surround information refer to Stertil
drawing NEW-STL-XX-ZZ-DR-X-0200.

For level access steel surround
requirements refer to Stertil drawing
NEW-STL-XX-ZZ-DR-X-0500.
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W005
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G AW MB 04.02.22Internal door numbers updated to suit
schedule. Column added alongside dock E109
for prowall support at request of FP McCann
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