For landscaping to the
utility building enclosure
see drawing PL016

Proposed Solar Panel Array i

| 150 mm reinstated top-soil +
reinstated turf topping

Reinstated sub-soil

100mm Private low voltage duct
450mm below local ground level.

50mm sand

2023-01-25 Cable trench specification updated

. . P09 PL
PV E L E CT RI C CAB L E : Se rVI Ce tre n Ch rel n State me nt P08 PL 2022-12-20 Private solar cable route and trench restoration strategy added

P07 S3 2022-04-28 New and existing mains services + isolated enclosure for protection added
P06 PL 2021-04-30 Boundary annotations updated

P05 PL 2021-04-15 Red Line added to solar array
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