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Existing lighting to be retained.

Existing lighting to be safely removed
and replaced with equivalent lumianires
as in adjacent room.
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Existing light switch to be safely
disconnected and removed. New
lighting to be switched at adjacent door

Light switch to control all lighting in
classroom / wc / changing area

Existing LED lighting to be safely
removed and re-used elsewhere in the
school to replace existing fluorescent
tube fittings.
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Existing external lumianire to be safely
removed.
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Lighting

Symbol Description

Surface mounted linear luminaire

600x600mm recessed LED panel

External wall mounted bulkhead luminaire

Infrared presence detector
IR

Notes

1. This drawing shall be read in conjunction with the
specification and all other relevant drawings and
documentation.

2. Positions of equipment are indicative only. Exact position
shall be determined on site by the Contractor.

3. Ensure electrical services are fully co-ordinated with the
mechanical services installation.

No Residual Risks Noted: Please refer to Designers'
Risk Assessments within the Tender Documentation

PIR sensor Absence detection
A

Recessed LED downlight luminaire

Retractive lighting switch
R

EXIT
LED emergency exit sign

No works in these areas / existing to be retained
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CDM - RESIDUAL HAZARDS
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Further possible control measures have been identified within the Design Risk
Assessments which may help to mitigate these and other identified risks
further during the construction / maintenance process.
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CDM - RESIDUAL HAZARDS       The following are considered to be significant risks
relevant to this drawing, which could not be fully mitigated or removed through
design:
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