
Proposed Part Ground Floor Plan  @ 1:50
Escape Travel Distances - Medium Evacuation for Factories One direction of travel 18m - More than one direction of travel 45m.
On-Site measurements are to be taken of existing steel frame, prior to manufacture of steelwork.
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GRID LINE 2 SECTION @ 1:50
On-Site measurements are to be taken of existing steel frame, prior to manufacture of steelwork.
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Under no circumstances are drawings to be scaled from.
Contact IDD regarding any queries.
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Install new inspection chamber at the connection to the existing surface water infrastructure. 
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Install new rodding eye to allow rodding of underground drainage beneath the building
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remove disused underground drainage
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Extend existing underground drainage
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Movement joint to be formed in floor, where new floor abut's existing slab
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Existing escape door serving existing factory. Extension doe snot worsen existing escape route distances. 
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Escape Route 29.8m
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Escape Route 43.9m
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