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1. Dimensions:

The contractor should take care to check all 
dimensions prior 
to starting work.
Dimensions are not to be scaled from the drawing.
Dimensions which are not conveyed in text form and 
which are 
required by the contractor should, in all cases, be 
sought from 
the architect.
All dimensional discrepancies should be 
communicated to the 
architect without delay.
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NOTE:
2No FIRE VENTS 
LOCATED BELOW 
WINDOWS TO EITHER 
SIDE OF FIRE PLACE
 
FIRE VENTILATION:
VENTILATION REQUIRED 
FOR 300mm DIA FLUE = 
35,357mm sq 
PERMANENTLY OPEN 
FREE AIR SPACE 
PROVIDED BY 4 no 
215x215 HORIZONTAL 
CAVITY WALL BRIDGING 
DUCTS REDBANK LIST 
NUMBER 402

REFER TO DETAIL 
MIL/1706/WD/010.
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REFER TO 
TERRACE 
STAIR DETAIL 
MIL/1706/WD/52
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STAIR FIRST TO 
SECOND FLOOR

TOTAL RISE - 
3175MM
RISER - 198.5MM 
GOING - 250MM 
PITCH - 38 
DEGREES
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NEW WINDOW TO 
MATCH EXISTING, 
INCLUDING ALL CILLS 
AND STONE DETAILS.

B   29.09.23.      NEW WINDOW TO STAIRWELL TO MATCH EX.


