
C R A I G  H A M I L T O N  A R C H I T E C T S  L T D

C O E D  M A W R  F A R M ,  H U N D R E D  H O U S E ,  R A D N O R S H I R E  L D 1  5 R P  ·  t : 0 1 9 8 2  5 5 3 3 1 2

O L D  S T A B L E  B L O C K ,  I N C U H I V E  S P A C E ,  H U R S L E Y  P A R K  R O A D ,  H U R S L E Y  S O 2 1  2 J N

project The Old Rectory, Withington

D R A W I N G  T I T L E :

D R A W I N G  N O :

DATE :

D R A W N  B Y :

South East  Gutter

 

1:20, 1:50, 1:5@ 
A0Scale :

PLANNING

0503/PL28

GK

REV DATE NOTES

Rev :

Damaged copings hatched

AA

CB

+162,264

+162,449

+162,828

40

40

35

35

30

2,280 1,990 2,240 2,250 2,220 4,477

B

+162,828

+162,163

70

70

70

70

3,500 3,500 3,500 3,500

+162,698

+162,264

+162,449

+162,833

40 40 DPC

Hidden line denotes existing lead bays

Reline gutter with code 9 lead
@3500 length bays laid to 1:80 fall

New coping 
stoneLevel of gutter raised to allow for 

lead stepping as per LCA recommendations
Lower roof tiles at higher bays to be removed to allow
for gutter lead flashing to be installed in line with LCA 
recommendations
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plan - as existing      1:20

section a-a as existing    1:20

section b as existing     1:5

section c as existing     1:20
(south east elevation)

*coping level from south east elevation

existing condition of coping stone & gutter

MS

June 2023

MS

June 2023

A 14.09.23
Planning status indicated. Sheet sized updated to A0. As proposed details 
added. Existing section shown at 1:5. General note added.
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GENERAL NOTE

1. Refer to Drawing No. 0503/PL27 South East Gutter for details of proposed gutter & coping.
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