
Design Notes:

10 no. Electric Highway bays

Electrical Charging Bay = 2.4m x 4.8m

Accessible Electrical Charging Bay = 
4.8m x 6.0m

Existing parking bay size = 2.4m x 4.8m

All landscaping show as indicative

MONKSWOOD WAY (A602)

Existing parking bays
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Existing wall to be cut back 
approx. 1m to allow installation 

of new kerb line

Existing lighting column and 
litter bin to be relocated

Existing parking bays
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Existing banking with trees and shrubbery 
to be retained where possible

Existing parking bays Existing parking bays

Existing parking bays

Existing banking with 
trees and shrubbery 

retained

1 no. oversized 
charging bay

Protection bollards 
and wheel stop to 
each charging bay

Existing landscaping to be removed. 
New kerb line to be installed where 
noted. New concrete base to be 
provided to suit installation of 
packaged sub station and charging 
infrastructure

GRP Packaged sub-
station. Refer to data sheet 
for specification

Associated lining to 
all charging bays 

Relocated 
lighting column

New Asphalt surfacing 
to charging bays

CAR PARK

Existing parking bays

EV charger

New kerb line

Existing parking bays

EV charger EV charger EV charger EV charger Existing kerb line
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Existing kerb line

E
x
is

ti
n

g
 k

e
rb

 l
in

e

Existing parking bays

Existing landscaping

Meter housing.
Refer to data sheet for 
specification

Scada housing.
Refer to data sheet for 
specification

Freestanding 
LV panel

New retaining wall
Tree
Removed
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Hub Site - Monkswood - Monkswood
Retail Park, Elder Way, Stevenage, SG1

Proposed Site Plan
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Proposed Site Plan
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Proposed timber clad kingpost, steel panel 
retaining structure 

Key:

1.5m high timber clad kingpost, steel 
panel retaining structure 

1.0m high timber clad kingpost, steel 
panel retaining structure 

P1 'Planning Issue' 05.04.22 LS CR

P2 Ammendment to meter housing positioning 26.10.22 DK CR

P3 Revision to meter housing position 01.11.22 DK CR

P4 Amendment to retaining structures 04.08.23 JM CR

P5 Planning amendments 08.08.23 JM CR

P6 Amendments to infrastructure layout 19/10/23 TG CR
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