
Main Courtyard

External condensers. 
1 x 800(w)x300(d)x600(h)

2 x 800(w)x300(d)x1200(h) 

New extract vent 
approx 1200mm(w) 

x 450mm(h)

Existing boiler pipe 
to be removed and 
area made good

Off-white render 
finish to external walls

New suspended ceiling at 
same height as existing to 
conceal servicing above

Existing tinted glazed 
panels concealing 
servicing behind

Service VoidService Void

Partitions full height to 
provide acoustic separation 
between spaces

All structural columns 
retained throughout space
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Key Plan

Notes:

All dimensions to be checked on site prior to the start of 
any work and discrepancies notified in writing.

Contractor to comply with current CDM regulations, health 
& safety plan, BS8000 & relevant codes of practice.

All works to be carried out in compliance with the Building 
(Scotland) Regulations 2004 (Non-Domestic).

Refer to engineers drawings for all structural, heating, 
lighting, drainage and ventilation information.

3. Cross Section of Unit  1:100

1. Rear Courtyard Elevation 1:100 2. Rear Courtyard Elevation 1:100

Exact sizing of equipment to be confirmed 
by the Mechanical Engineer.


