
Air intake through grill in base of panelling

Air Conditioning Section 
Living Room Joinery
Section 1:20
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Air conditioning grill at top of joinery

Joinery, design on going
Details not included as condition of consent

Fan Coil Unit on Wall Brackets

Air intake through grill in base of joinery

Air Conditioning Elevation 
Living Room Joinery
Elevation 1:50

Air intake through grill
in base of joinery

No visible grill on top

Slot visible beneath cornice

Air conditioning slot below cornice

Fan Coil Unit

Air entry through plenum above joinery

Joinery, design on going
Details not included as condition of consent

Plaster-in hinged access hatch

Air Conditioning Section 
Master Suite
Section 1:20

Air Conditioning Section 
Master Suite
Elevation 1:50

FCU hung on ceiling hangers.

Air Conditioning Section 
Guest Bedroom
Section 1:20

Double slot directly 

Fan Coil Unit on Wall Brackets

Studwork as per consented
application

Air intake through grill in base of panelling

access 
panel

FCU

Air Conditioning Elevation 
Guest Bedroom
Elevation 1:50

Example of Plaster-In Slot Diffuser

Double Slot

Air intake grill
within panelleing

Example of Reclaimed Victorian Base Grill

Note: For Air Intake Grill, specific reclaimed 
produce will depend on availability


	165-03-411-Proposed Air Conditioning Details 1:20
	2/74-01-237
	Viewport-110
	Viewport-111
	Viewport-115
	Viewport-116
	Viewport-7
	Viewport-39


