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Floodlighting Scheme

1 Lux

2 Lux

5 Lux

15 Lux

25 Lux

50 Lux<1 Lux

Floodlight System
6no. Columns 13m high
Lighting Design meets the
requirements of the FA Guide to
Floodlighting

Design in accordance with ILP
Guidance Note 1 (2021) For The
Reduction Of Obtrusive Light and
adhers to the requirements of an E1
Environmental Zone.

0% Upward Light Ratio
<1lux on vertical illuminance on
adjacent residential Properties
Pre-curfew and <0.1lux post-curfew.

Property Standard Maintained
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Avg Illuminance >200 Lux 205Lux
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Uniformity >0.6 0.63
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