
75mm REINFORCED SAND/CEMENT SCREED (TO 
INCORPORATE UNDERFLOOR HEATING SYSTEM IF 
REQUIRED) ON 1000G VAPOUR BARRIER ON 150mm 
KINGSPAN K3 FLOOR INSULATION ON 1200G 
POLYTHENE DPM ON 100mm CONCRETE SLAB ON 
SAND BLINDED HARDCORE TO ACHIEVE U VALUE OF 
0.15 W/sq.m K
25mm INSULATION ALL ROUND PERIMETER OF 
FLOOR UP TO FINISHED FLOOR LEVEL

RESTRAINT TYPE 
JOIST HANGERS

CODE 4 LEAD COVER 
FLASHING
OVER 150mm MIN HIGH 
SINGLE PLY ROOF UPSTAND

STEEL BEAM/LINTEL TO 
STRUCTURAL 
ENGINEERS DETAILS

CAVITY DPC TRAY

FLOOR SEALED AT JUNCTION
DPM SEALED TO EXISTING DPM

EXISTING FLOOR
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DO NOT SCALE EXCEPT FOR PLANNING PURPOSES
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