
Supply and extract
ductwork run stacked
at high level to serve
basement and
ground floor

AHU with integrated
heat pump to serve
basement and
ground floor.
attenuation  to suit
acoustician
requirements

Supply and extract
ductwork drop to
enter ground floor at
high level as existing
ductwork

Supply and extract
ductwork drop to
enter basement at
high level through
existing high level
window

external condensers
serving basement
and ground floor
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