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93 93 93 99 99 105 162 71

34 110 105 114 118 112 132 127

14 25 37 47 112 105 115 127 112 96 84

58 83 116 126 111 104 113 125 109 79 54

67 88 116 126 111 103 113 125 110 82 65

116 106 116 122 111 104 112 120 110 106 116

187 136 105 107 103 96 99 101 101 148 101

Lighting Designer :R Houchin

For our LED lighting designs a 0.9mf has been used.  If
this differs from the maintenance period for this
project then you must advise us accordingly

A lighting applications design service is provided by us in good faith and without charge, relating to Kingfisher products only.  As such, whilst every endeavor is made for accuracy
from information provided by yourselves, the final responsibility for the suitability of the design lies with the client.  The company cannot, therefore, accept any liability or
consequential loss incurred.

Luminaire Schedule
Symbol Qty Label Arrangement Description

4 A WST 665w SINGLE 665w LED 4000k Amnis Match Flood with WST Optic @ 10m

Calculation Summary
Label CalcType Units Avg Max Min Min/Avg Min/Max
Training Illuminance Lux 102.08 187 14 0.14 0.07
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