
PARTIAL WEST ELEVATION - (front)

EXISTING ENTRANCE DOOR & SHOPFRONT
RETAINED AND PAINTED TO MATCH RAL7043.
RETAIN LEVEL THRESHOLD.

ADD CONTRASTING FULL HEIGHT PULL HANDLE.

EXISTING DOOR REMOVED.
SHOPFRONT RETAINED
AND PAINTED TO MATCH

RAL7043.

SIGNAGE ZONE
Signage subject to separate
Advertisements Consent

SIGNAGE ZONE
Signage subject to separate
Advertisements Consent

PARTIAL WEST ELEVATION - (rear)

NEW  LOUVRE DOORS
IN EXTENDED
OPENING TO S.E.
DETAIL.
FORM RAMP TO LEVEL
THRESHOLD.

EXTRACT
DUCT.

WINDOW

REPLACED
WITH
LOUVRE.

WINDOW

BRICKED-UP
TO MATCH.

A/C

C/R

A/C & COLD ROOM COMPRESSORS
A/C = Mitsubishi FDC100VNX
C/R = Danfoss Optyma 114X7084
Wall mounted on AV mounts at high level.
Minimum 2440 mm clearance below.
Support brackets to be fixed back to
structure to S/Engineer's detail and subject
to S/Engineer's confirmation that existing
structure is adequate for the additional
loading.

FRESH AIR
INTAKE

FIRE
EXIT

NORTH ELEVATION - (side)

EXTRACT
DUCT.

A/C

WATER
HEATER
FLUE.
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Change Of Use to Hot Food Takeaway
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NOTE - Detailed design of extract ventilation
system and air intake system by Specialist
sub-contractor and as in accordance with
supporting Annex B document. Layout shown
on drawing is indicative only.
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