
PROPOSED GROUND FLOOR PLAN

PROPOSED FIRST FLOOR PLAN
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Car parking for
emergency
purposes

Treated, secured wooden
Enclosure for waste bins.
-To be kept outside on
collection day-
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Surface drain channel on ground to
collect surface water and connected to
soak away pit within the property.
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PROPOSED CONVERSION FROM
SINGLE DWELLING HOUSE (Class C3)

INTO  HMO ( 6 PERSON) (Class C4)
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First floor windows to modified suitable for fire escape. Fire Escape window to have an unobstructed openable area of at least 0.33sqm and not be less than 450m high and 450mm wide and  should be less than 1100mm above the floor and not more than 600mm. Escape Window to be top pivoted & open outwards. 
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Fire Door (Half an hour fire rating) to have intumescent strips & smoke seals
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All the doors (in ground floor,first floor & loft floor including kitchen) are FD. All door stops are to be upgraded to 25x35mm screwed on at 225mm centres and fixed with three steel hinges. 
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Self-contained Smoke Alarm to be interlinked & main operated with battery back to BS5446 installed in accordance with BS 5839 part1 up at Second floor with Lower levels.  
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Self-contained Heat Detector to be interlinked & main operated with battery back to BS5446 installed in accordance with BS 5839 part1 up at Second floor with Lower levels.  
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Battery  backup emergency light to to BS5266     
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Signage to be provided(Illuminated) at top level of the doors &  where most suitable and directing the nearest exit. 
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