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GENERAL NOTES:

1. ALL SERVICES/ROUTES THROUGHOUT BUILDING TO BE FULLY COORDINATED ON SITE.

2. DRAWING TO BE READ IN CONJUNCTION WITH THE INSTALLATION SPECIFICATION AND ALL
OTHER RELEVANT DRAWINGS.

3. DUCTWORK MATERIAL & INSTALLATION TO DW/144 CLASS 'A'.

4. FINAL DESIGN SHOP DRAWING AND DETAIL CO-ORDINATION DRAWINGS TO BE SUBMITTED
FOR ENGINEER COMMENT PRIOR TO START ON SITE.

5. FIRE DAMPERS TO BE PROVIDED AT ALL PENETRATIONS THROUGH FIRE COMPARTMENTS,
SEE ARCHITECT'S DRAWING FOR COMPARTMENTATION DETAILS.

6. DUCTWORK ACCESS DOORS TO BE PROVIDED ADJACENT TO EACH CHANGE OF DIRECTION,
DAMPERS AND DUCT MOUNTED EQUIPMENT OR EVERY 10m.

7. PROVIDE VOLUME CONTROL DAMPERS ON  ALL DUCTWORK BRANCHES.
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600x600 KITCHEN EXTRACT DUCT C/W ACCESS HATCHES
RISE TO ROOF LEVEL
DUCTWORK CLADDING AS PER ARCHITECT'S DRAWINGS

WINDOW PANES TO BE REPLACED WITH
LOUVRES FOR FRESH AIR INTAKE

A REVISED TO COMMENTS HN 21/11/2022
B PLANT SPECIFICATION ADDED HN 19/01/2023
C UPDATED TO ACOUSTIC REQUIREMENTS HN 13/02/2023
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100Ø SP
IN BLACK CAST IRON
CONNECT TO EXISTING PIPES

100Ø SP AND 50Ø VP
IN BLACK CAST IRON

CONNECT TO EXISTING PIPES

D UPDATED TO COMMENTS HN 12/07/2023
E REVISED TO COMMENTS HN 20/09/2023
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