
27

29

31

33

35

37

36

34
32

30

28

BS.1

BEDROOM
BS.1

BEDROOM
BS.2

VOID

STOREENSUITE

ENSUITE

VOID

VOID

VOID

EF01 125Ø RTA to Terminate

125Ø RFB

100Ø RFB

100Ø RFB

100Ø RFB

150Ø RTA to TerminateEF06

EF12

EF13

UC25

DTG06100Ø RTA to Terminate

150Ø RFB

100Ø RFB

100Ø RFB

100Ø RFB

100Ø RFB

100Ø RFB

200Ø RTA to TerminateVC
D

VCD

VCD

VC
D

VC
D

10
0Ø

125Ø

100Ø

100Ø 125Ø

125Ø

VCD

100Ø

EG13

100Ø RFB

VC
D

VC
D

100Ø

VC
D

100Ø

100Ø

100Ø

100Ø RFB

100Ø

100Ø

EF11

125Ø RTA to Terminate

L0
8

PIR

EF
07

10
0Ø

VC
D

VC
D

10
0Ø

2 x 150Ø Boiler Flue RTA

200Ø

2 x 315Ø
Natural Vent RTA

2 x 315Ø
Natural Vent RFB

- Volume Control Damper with
200 x 200 Access Panel

- Flexiduct

- Fire Wrap / Fire Damper

- Personal Infrared SensorPIR

Client

Job Title

Drawing Title

            Web: www.nccmechanicalservices.co.uk
            E-mail: enquiries@ncclimited.co.uk

Tel: 01245 426667

Essex, CM2 5LB

15 Springfield Lyons Approach
Chelmsford Fax: 01245 426668

Drawn By

Checked ByDate

Drawing No. Rev

Scale

AMENDMENTDATEREV By

GENERAL NOTES

1. DO NOT SCALE FROM THIS DRAWING.

2. ALL DIMENSIONS ARE IN MILLIMETRES UNLESS OTHERWISE
STATED.

3. THIS DRAWING IS TO BE READ IN CONJUNCTION WITH ALL OTHER
ASSOCIATED DRAWINGS AND SPECIFICATIONS.

4. ANY DISCREPANCY IS TO BE REFERRED TO THE ENGINEER.

5. THIS INSTALLATION IS TO BE CO-ORDINATED WITH ALL OTHER
TRADES AND EXISTING SITE INSTALLATIONS.

6. ALL DIMENSIONS ARE TO BE CHECKED AND VERIFIED ON SITE
PRIOR TO THE COMMENCEMENT OF THE WORKS.
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