
Kitchen

Dining

Lounge

Inner
Porch

Up Store

Velux
Rooflight

Over

Velux
Rooflight

Over

WC

31
50

890 910 665 1500 665

4630

4030

28
50

1170

15
00

12
50

69
20

2760

42
0

Assumed line of existing drain

New Upvc gutters to connect into new
75mm Upvc rainwater pipe then into new
back inlet gully. Drains to connect into
existing drains. Drainage run to be
confirmed and exposed during excavations
for extension.

New Catnic CG steel insulated lintel
inserted over new door and window
openings. Catnic reference to suit cavity
wall thickness.

Broken lines indicate existing rear cavity
wall to be partially removed. Structural
engineer to design suitable support
steelwork and associated padstones and
bearings etc.

Broken lines indicate existing chimney
breast at ground floor to be removed.
Structural engineer to design suitable
support steelwork and associated
padstones and bearings etc.

Existing soil pipe to be removed at rear of
existing extension. New soil pipe to run
directly down existing rear wall and be
boxed in within kitchen area. Allow for
access panel tp base of soil pipe with
rodding plate in soil pipe.
Drainage run to be confirmed and exposed
during excavations for extension.

Broken lines indicate existing rear
extension to be demolished.

Existing neighbouring extension wall to be
used as party wall between extensions.
Allow for 100mm cavity with full fill Mannok
insulation between cavity and blockwork
inner leaf. Built off existing foundation, to
be strengthened and widened if required.

New door opening formed in rear cavity
wall. Insert PCC Naylor lintel over each leaf
of masonry.

New soil pipe for new WC connection to be
positioned on outside wall of extension and
connect into existing drainage run.
Drainage run to be confirmed and exposed
during excavations for extension.
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55 Queens Avenue, Bromley Cross

Conway Architectural Design shall have no
responsibility for any use made of this document other
than for that which it was prepared and issued.
This drawing should not be scaled. Work to figured
dimensions only.
All dimensions and levels to be checked on site.
No building work is to be started until all relevant
approvals are in place.
Any discrepancies should be reported to Conway
Architectural Design.
This drawing should not be reproduced without written
permission from Conway Architectural Design.
Standard Building Regs Notes are to be provided by
Conway Architectural Design prior to a building regs
application being submitted.
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