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INDICATIVE LOCATION OF NEW GRAVEL SOAKAWAY.
CONDENSATE/DISCHARGE TO BE ROUTED TO LOCAL DRAIN.

HTG F&R & CONTROL/ELECTRICAL DUCT ENTER BUILIDNG.
DUCTS/PIPES ENTER WITHIN ACCESSIBLE NEW BOXING FOR FUTURE
MAINTENANCE.  ALLOWANCE FOR BWIC PENETRATIONS FOR PIPE/CABLE
ENTRY POINTS. HEATING PIPEWORK (RAUTHERM INSULATED PIPEWORK
AND DUCT WORK TO BE TRENCHED FROM ASHP COMPOUND TO BUILDING.
EXACT LOCATION AND SIZE OF COMPOUND TO BE DETEREMINED BY
TRENCHING. TRENCH ROUTE AND SIZE TO BE DETERMINED BY
CONTRACTOR.

1500L

D E S C R I P T I O NR E F B YD A T E

PROJECT - ORIGINATOR - VOLUME - LEVEL - TYPE - ROLE - NUMBER

FIRST ISSUE DATE PROJECT STAGE STATUS

ELECTRICALMECHANICAL
ENGINEERDESIGNERENGINEERDESIGNER

SHEET PROJECT No.DRN CHKD SCALE

C L I E N T

P R O J E C T

D R A W I N G  T I T L E

REVISION

CONSTRUCTION (DESIGN AND MANAGEMENT)
REGULATIONS 2015
DESIGNERS HAZARD INFORMATION FOR CONSTRUCTION
IF YOU DO NOT FULLY UNDERSTAND THE RISKS INVOLVED DURING THE CONSTRUCTION OF THE
ITEMS INDICATED ON THIS DRAWING ASK THE PROJECT MANAGER, HEALTH & SAFETY ADVISOR
OR A MEMBER OF THE DESIGN TEAM BEFORE PROCEEDING.

THE ABOVE NOTE REFERS SPECIFICALLY TO THE INFORMATION SHOWN ON THIS DRAWING.
REFER TO THE HEALTH & SAFETY PLAN FOR FURTHER INFORMATION.
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N O T E S

1.       THIS DRAWING IS TO BE READ IN CONJUNCTION WITH
ALL RELEVANT ARCHITECTURAL & STRUCTURAL
DRAWINGS.

2.       THIS DRAWING IS TO BE READ IN CONJUNCTION WITH
ALL RELEVANT BUILDING SERVICES DRAWINGS & THE
RELEVANT SECTIONS OF THE SPECIFICATIONS &
SCHEDULES.

3.       THIS DRAWING IS NOT TO BE SCALED.

4.       ALL DIMENSIONS ARE IN mm UNLESS OTHERWISE
STATED.
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