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SERVERYExisting wall separating two takeaway premises to be
partly removed to form single sit down cafe.
Carefully take down wall as indicated by red dashed
lines in strict accordance with Structural Engineer's
instruction. Refer to Structural Engineer's drawings for
remedial structural works.
All finishes to walls, floor and ceiling to be made good.

Form ramp as shown to accommodate small
change in floor level at location of wall removal.
Finished to match existing timber flooring.

CAFE

See Structural Engineer's drawings and specification for
remedial structural works.
All Structural Elements to be encased in 15mm British
Gypsum Glasroc FireCase F Board or equivalent
providing (30 min.) Short Fire Resistance Duration
protection. (Uppermost storey less than 7.5m)

Fridge
DDA Compliant Pocket Sliding Door.
Lock to be fitted with an override on
the outside of the door.
Final finish to be agreed with client.

ACC. TOILET
(unisex)

New toilet wall to be formed using the following construction:
 145x44 s/w studs @ 600mm ctrs and dwanged at

mid-height (See Structural Engineer's drawing for full
specification).

 1 no. layers of 12.5mm Gyproc Plasterboard to outside
face of wall.

 18mm WBP plywood fitted to inside face of stud to
provide suitable substrate for secure fixing of grab rails,
fixtures and fittings.

 Moisture resistance plasterboard and Vapour Control
Layer (min. 1000 gauge) to inside face of toilet wall.

 All joints to be well sealed.
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Baby Change

Dyson Airblade

1.5m x 1.5m Unobstructed

Activity Space

Opening into Accessible Toilet area to be
widened to (min.) 800mm.
See Structural Engineer's drawings and
specification for remedial structural works.

Form ramp access into Accessible WC area (1:12 Max.
Gradient).
100mm high kerb upstand formed to open side of ramp.
Kerb upstand to be finished in a contrasting material to
that of the floor/ ramp surface.

Kerb
Upstand

Form Unisex Accessible WC as shown.
To include:
 Signage clearly identifying the accessible sanitary

accommodation
 a manoeuvring space 1.5m x 1.5m clear of any

obstruction. The wall mounted WHB can project into
the manoeuvring space by no more than 300mm

 fixed and folding grab rails as shown and in
compliance with Section 3.12.8 of the Scottish
Building Standards 2023 (Non-Domestic). Walls to
be capable of securely fixing grab rails to
accommodate the transfer weight of an adult (see
new toilet wall construction)

 Assistance alarm with reset panel operated via pull
cord with two red bangles. Alarm to be operable at
both floor level and from seating level.

 Visual and audible indicator provided both outside
and inside the sanitary accommodation.

 a seat height of 480 mm, to assist in ease of transfer
to and from a wheelchair

 a flush lever fitted to the transfer side of the cistern
 A colostomy shelf fitted above horizontal grab rail
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SUMMARY OF THE WORKS
Combine two takeaway premises to form Class 3 (restricted)
unit with sit-down cafe/ takeaway facilities.
 Form opening in separating wall to combine two units.
 Form Unisex Accessible Toilet.
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