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EXISTING COMBINED SEWER
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EXISTING DUCTWORK SHOWN WITH
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kitchen extract

NOTE (WALL TYPE 1 ):
These walls to incorporate additional horizontal and vertical studs
as required to take 12mm ply patress to allow fixings, such as
sanitary fittings. where stud walls are to be finished with wall tiling
there are to include two horizontal rows of studs for additional
support to the boards.

NEW INTERNAL WALLS

Wall Type 1 - 75mm Stud 15 mm plasterboard
either side 30 min fire rated, BG system ref
A026002/6

WALL KEY:

Wall Type 2 - 75mm Stud 2x12.5 mm Fireline
board either side 60 min fire rated, BG system
ref A026028/9
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