
UP

Terrace

Platform Lift

New FCU unit and casing, refer to MEP 
Schedule

Existing stair, handrails and 
balustrades retained

Wall painted to match existing

Entrance Mattwell, refer to GEN.10 in 
the Finishes Schedule

New paint finish, refer to GEN.01 in 
the Finishes Schedule

Existing floor finish retained and 
made good to match existing

New stair, see drawing PL745

New perimeter heating unit, inset into 
floor finish. Refer to MEP Schedule 
and GF.02 in Finishes Schedule

New perimeter heating unit, inset into 
floor finish. Refer to MEP Schedule 
and GF.02 in Finishes Schedule

See schedule of proposed works to existing 
WCs and Teapoints

Existing balustrades retained and 
made good 

New concealed FCU unit in ceiling 
void above

New FCU unit with metal casing, 
refer to MEP Schedule

New through platform lift, refer to 
drawing PL745

New floor boxes, refer to MEP 
Schedule

Floors made good to match existing, refer to 
GEN.20 and GEN.21 in the Finishes Schedule

LOBBYRECEPTION

OFFICE

MTNG ROOM

OFFICE

STORE

LOBBY
WC

WC

NORTH STAIR

LOBBY

SOUTH STAIR

MTNG ROOM

Entrance matting, refer to GEN.10 in the 
Finishes Schedule

Wall lining and skirting made good to 
match existing. Refer to drawing 
PL751 for typical details

Wall lining and skirting made good to 
match existing. Refer to drawing 
PL751 for typical details

New Granite Floor, refer to GF.02 in 
the Finishes Schedule

Existing floor finish retained and repaired to 
match existing, see GF.03 in Finishes Schedule

Existing floor finish retained and 
repaired to match existing. Patches 
infilled with granite tiles to match 
existing. See GF.02 in the Finishes 
Schedule

Existing stair and 
balustrades retained 

New Glazed Panel, see drawing PL745 

Wall infilled and finished to match 
existing

New lift car, refer to GEN.03 in the 
Finishes Schedule

Refuge point, refer to MEP Schedule 
for illustration of proposed 
Emergency Voice Communication 
System Outstation

New meeting room partitions. Refer to 
drawing PL751 for standard proposed 
interfacing details

New free standing teapoint, refer to 
drawing PL770

New Glazed Doorset, see drawing PL745 

New signage, to be laminate/vinyl and 
applied with no fixings

New signage, to be laminate/vinyl and 
applied with no fixings

New glazed partitions and glazed 
doors. See TYP.02 in the Finishes 
Schedule and PL751 for typical 
interfacing details

PLANT

New signage, to be laminate/vinyl 
and applied with no fixings

New FCU unit, refer to MEP Schedule

Door swing updated to reflect current 
condition and door actuator omitted

Tubular heater with wire guard, refer 
to MEP Schedule. To be concealed 
under free standing furniture

Panel heater, refer to MEP Schedule

Existing connection points on window 
frames to be used for installation of 
new blinds to all floors

New plant room, plant zone shown 
in blue. Walls and floor painted, 
refer to GEN.04 and GEN.05 in the 
Finishes Schedule

Grille at high level in solid partition 
(above glazed partition) to match 
perimeter wall grilles

Half height joinery panel, to align with 
joinery panel to podium, see GF.15 in 
the Finishes Schedule

Timber wall finish to GF.01

1

PL745

1

PL770

Boiler to MEP specification

Works to infill removed items 
relating to gas meter

Existing doors re-hung to open 
outwards to support current fire 
regulations and strategy

New wall build-up added infront of 
existing wall. Door to office plate 
adjusted to ensure compliance

New dry lined wall lining. Refer to 
drawing PL754 for standard 
proposed interfacing details

Old power sockets to be infilled with 
tiles to match existing

Horizotal bands, stair stringer and lift 
frontage, refer to GEN.22 in the Finishes 
Schedule

General Notes:

For finishes details see Finishes Schedule
For details of visible MEP elements see MEP Schedule
For details of proposed light fittings see Lighting Schedule
See also Schedule of Works to Existing WCs and Teapoints 

Phasing Key:

Existing

Proposed

Floor Finishes Key:

Granite Tiles (new) to GF.02

Granite Tiles (repaired) to GF.03

Mattwell to GEN.10

Paint to GEN.04

Carpet Tile to TYP.01

Limestone Tiles (repaired) to L04.01

Floor Tiles to B.01

Timber Floor to  L05.01

Raised Access Floor Tile to GEN.15

Skirting Key:

Flush Metal PPC (White) to GEN.12

Flush Metal PPC (French Grey) to GEN.11

Flush Metal PPC (Blue/Grey) to GEN.19

Flush Granite to GF.02

Flush Limestone to L04.01

BOH to GEN.14

0

N

Do not scale from this drawing. All dimensions to be 
checked on site. All omissions and discrepancies to be 
reported to the Architect immediately

This work is copyright and shall not be reproduced or used 
for any other purpose without the written permission of 
Squire and Partners.
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General Note:
Illustrations on the plan have some 
minor modifications to door 
sizes/openings and position of 
sanityware.
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