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Ø80 LTHW PRIMARY FLOW AND
RETURN DROP TO BELOW GROUND
FROM COMPOUND. CONNECT TO 80
LOGSTOR PREINSULATED PIPEWORK
BELOW GROUND.
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LOCATED EXTERNALLY.

H0r4
COMMS ROOM
IT SERVICES

H0c5
CIRCULATION
STAIRWELL

H0c4
CIRCULATION
LOBBY

H0r5
PLANT ROOM
CAMPUS SERVICES H0r6

PLANT ROOM
CAMPUS SERVICES

H0r1
PLANT ROOM
CAMPUS SERVICES

H0r10
PLANT ROOM
CAMPUS SERVICES

H0r9
PLANT ROOM
CAMPUS
SERVICES

H0r2
PLANT ROOM
CAMPUS
SERVICES

H028
CLEANER
CAMPUS
SERVICES

H0r3
PLANT ROOM
CAMPUS SERVICES

H029
KITCHEN
HEALTH & LIFE
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WC MALE
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COMMS ROOM
IT SERVICES

RESEARCH OFFICE
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SERVICES

NEW Ø80mm LTHW F&R HEATING PIPEWORK
DISTRIBUTION FROM NEW ASHP ENCLOSURE FOR
BLOCKS F, G & H RISE FROM BELOW GROUND TO
ROOF LEVEL ON EXTERNAL FACADE.

80ms LOGSTOR PREINSULATED
PIPEWORK BELOW GROUND.

Safety, Health and Environmental Information

IN ADDITION TO THE HAZARDS / RISKS NORMALLY ASSOCIATED WITH THE
TYPE OF WORK DETAILED ON THIS DRAWING, NOTE THE FOLLOWING;

Construction

Maintenance/Cleaning

Decommissioning/Demolition

IT IS ASSUMED THAT ALL WORKS WILL BE CARRIED OUT BY A
COMPETENT CONTRACTOR WORKING, WHERE APPROPRIATE, TO AN
APPROVED METHOD STATEMENT. THIS IS NOT AN EXHAUSTIVE LIST
AND REFERENCE SHOULD BE MADE TO THE HEALTH AND SAFETY FILE.
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1.

NOTES:

THIS DRAWING TO BE READ IN CONJUNCTION WITH:
THE PROJECT SPECIFIC M&E SPECIFICATION.
THE PROJECT SPECIFIC DESIGNERS RISK ASSESSMENT.

P01 STAGE 4 R.M G.G 11.12.23
DETAIL A:

ASHP COMPOUND LAYOUT

P02 CLIENT COMMENTS INCORPORATED R.M G.G 12.01.24

P03 CLIENT COMMENTS INCORPORATED 24.01.24J.N G.G

P04 CLIENT COMMENTS INCORPORATED 07.02.24J.N G.G

P05 THERMAL STORE MOVED EXTERNALLY 04.03.24J.N G.G
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