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7 15/11/23 7th layout  - selected to move forward.

Access from
Broomloan Road

No permanent
Structure zone

8 10/1/24 Revised substation footprint, spares
containers added, and road extended.

9 12/2/24 Revised layout moving compound entrance
gates back to approx. original location.

10 13/2/24 Added second gate and moved SE
components to accommodate.

11 5/3/24 Revised layout using 5MW battery containers
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