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This bathroom with space for
wheelchair to manoeuvre
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Bathroom does not comply with sanitary space
allowance according to the M4(3) requirement.

M4(3) Requirement & National Space Standards
Storage Area Allowance reduced by the Future

Lift Installation

WC Door - 642mm clear opening. Approach route into
bathroom is also limited due to toilet position.

M4(3) Requirement - 850mm clear opening. 300mm nib on
leading edge. 200mm nib on following edge.

(Not Achieved)

Proposed Lift Area included within the bedroom space -
restricting the accessible areas.

- Limited Space for a clear 1500mm Turning Circle

Bed 4 Door - 762mm clear opening.
M4(3) Requirement - 850mm clear opening 200mm

nib on following edge.
(Not Achieved)

Applicants M4(3) Non Compliance Mark-Up
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