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NEW HV CABLE.

CAUTION WHEN INSTLLING HV
DUCT : EXISTING TELECOMS DUCT

IN THIS AREA.
DEPTH : UNKNOWN

CAUTION WHEN INSTALLING
SUBSTATION BASE : EXISTING

TELECOMS DUCT IN THIS
AREA.

DEPTH : UNKNOWN INVESTIGATION FOR PURPOSE OF EXISTING
INTERCEPTOR. IF HAZARDOUS MATERIALS ARE
PRESENT, PROJECT MANAGER TO BE NOTIFIED
PRIOR TO ANY FURTHER WORKS COMMENCE.
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CHARGER 1
50KW TRITIUM RTM 75

ALLOW FOR REMOVAL OF KERB AND
LANDSCAPING

LIGHT ON 4m POLE, LIGHTING
POSITIONS AND QUANTITY IS
PRELIMINARY AT THIS STAGE AND
WILL BE CONFIRMED BEFORE
CONSTRUCTION.

FEEDER PILLAR.
3NO. STANDARD EV
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4NO. EV CHARGERS
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EXISTING LIGHT POLE TO BE REMOVED

CHARGER 2
50KW TRITIUM RTM 75

CHARGER 4
50KW TRITIUM RTM 75

CHARGER 3
50KW TRITIUM RTM 75

CUSTOMER PARKING

NEW KERBING

UG ELECTRICAL LINE

UG SEWER
LINE(ABANDONED)

UG RADARTRACE
LINE

UG SEWER LINE

UG ELECTRICAL LINE

SCHEDULE / LEGEND

tt

DENOTES LV PILLAR ENCLOSURE
SCHNEIDER 400A UNIT
Unit Size 1305mm x 550mm x
1798mm H

50kW TRITIUM RTM75 CHARGER
Unit Size  850mm x 309mm x
1998mm H

C

Clearance Zone

Schneider Main LV Pillar
1305mm x 550mm x 17983mm H

4M LAMP POST - with floodlight
Steel galvanised street lamp post root
mounted 4 metre (Lighting Positions
and Quantity is preliminary at this
stage and will be confirmed before
construction)

A2 FREESTANDING POSTER
SIGN - 600mm
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GPR UNDERGROUND UTILITY SCAN
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